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LOCA, such as mathematical models 
used, assumptions included in the pro-
grams, procedure for treating the pro-
gram input and output information, 
specification of those portions of anal-
ysis not included in computer pro-
grams, values of parameters, and all 
other information necessary to specify 
the calculational procedure. 

(d) The requirements of this section 
are in addition to any other require-
ments applicable to ECCS set forth in 
this part. The criteria set forth in 
paragraph (b), with cooling perform-
ance calculated in accordance with an 
acceptable evaluation model, are in im-
plementation of the general require-
ments with respect to ECCS cooling 
performance design set forth in this 
part, including in particular Criterion 
35 of appendix A. 

[39 FR 1002, Jan. 4, 1974, as amended at 53 FR 
36004, Sept. 16, 1988; 57 FR 39358, Aug. 31, 1992; 
61 FR 39299, July 29, 1996; 62 FR 59276, Nov. 3, 
1997] 

§ 50.46a Acceptance criteria for reac-
tor coolant system venting systems. 

Each nuclear power reactor must be 
provided with high point vents for the 
reactor coolant system, for the reactor 
vessel head, and for other systems re-
quired to maintain adequate core cool-
ing if the accumulation of noncondens-
ible gases would cause the loss of func-
tion of these systems. High point vents 
are not required for the tubes in U-tube 
steam generators. Acceptable venting 
systems must meet the following cri-
teria: 

(a) The high point vents must be re-
motely operated from the control 
room. 

(b) The design of the vents and asso-
ciated controls, instruments and power 
sources must conform to appendix A 
and appendix B of this part. 

(c) The vent system must be designed 
to ensure that: 

(1) The vents will perform their safe-
ty functions; and 

(2) There would not be inadvertent or 
irreversible actuation of a vent. 

[68 FR 54142, Sept. 16, 2003] 

§ 50.47 Emergency plans. 
(a)(1) Except as provided in para-

graph (d) of this section, no initial op-
erating license for a nuclear power re-

actor will be issued unless a finding is 
made by the NRC that there is reason-
able assurance that adequate protec-
tive measures can and will be taken in 
the event of a radiological emergency. 
No finding under this section is nec-
essary for issuance of a renewed nu-
clear power reactor operating license. 

(2) The NRC will base its finding on a 
review of the Federal Emergency Man-
agement Agency (FEMA) findings and 
determinations as to whether State 
and local emergency plans are ade-
quate and whether there is reasonable 
assurance that they can be imple-
mented, and on the NRC assessment as 
to whether the applicant’s onsite emer-
gency plans are adequate and whether 
there is reasonable assurance that they 
can be implemented. A FEMA finding 
will primarily be based on a review of 
the plans. Any other information al-
ready available to FEMA may be con-
sidered in assessing whether there is 
reasonable assurance that the plans 
can be implemented. In any NRC li-
censing proceeding, a FEMA finding 
will constitute a rebuttable presump-
tion on questions of adequacy and im-
plementation capability. 

(b) The onsite and, except as provided 
in paragraph (d) of this section, offsite 
emergency response plans for nuclear 
power reactors must meet the fol-
lowing standards: 

(1) Primary responsibilities for emer-
gency response by the nuclear facility 
licensee and by State and local organi-
zations within the Emergency Plan-
ning Zones have been assigned, the 
emergency responsibilities of the var-
ious supporting organizations have 
been specifically established, and each 
principal response organization has 
staff to respond and to augment its ini-
tial response on a continuous basis. 

(2) On-shift facility licensee respon-
sibilities for emergency response are 
unambiguously defined, adequate staff-
ing to provide initial facility accident 
response in key functional areas is 
maintained at all times, timely aug-
mentation of response capabilities is 
available and the interfaces among 
various onsite response activities and 
offsite support and response activities 
are specified. 

(3) Arrangements for requesting and 
effectively using assistance resources 
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